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A B S T R A C T   

One of the prominent problems in wind farms is voltage flicker emission. To prevent flicker 
emission or mitigate the impact as best as possible, a static VAr compensator (SVC) is a great 
candidate both economically and technically. However, SVCs cannot completely compensate the 
fast-changing reactive power due to delays caused by the reactive power calculation unit and the 
triggering fire angle of the SVC. This paper proposes a predictive control system for SVCs, by 
merging an additional predictive control block into the conventional control system. It is con-
structed based on deep neural networks, namely adaptive one-dimensional convolutional neural 
network (1D-CNN). The training process is conducted based on the adaptive learning weights 
process to enhance the prediction accuracy and training computational complexity of the 1D- 
CNN. Numerical results on the actual dataset in a wind farm in Manjil, Iran, have verified the 
forecasting accuracy and flicker mitigation of the proposed controller.   

1. Introduction 

1.1. Motivation 

Wind energy has become an impartible part of sustainable energies in today’s world. The rapid development of sustainable 
technologies has led to a high growth rate of wind energy conversion systems in the last decade [1], where more than 600 GW of 
electrical energy was supplied worldwide at the end of 2018, with the potential generation being approximately 1280 TWh. The major 
challenge in the development of wind turbines is the inherent intermittency of wind energy, this can lead to several problems in the 
reliability, high maintenance, and especially in the power quality of electrical networks. Wind speed variation could cause voltage 
fluctuation in terms of flicker phenomenon in connection point of wind turbine and electric grid. Flicker is generally defined as a 
low-frequency voltage fluctuation from between 10%-90% in the predefined frequency range (0.005 to 35 Hz) [2]. Flicker emission is 
significantly increased in the grid-connected wind farm due to the variation in metrological data such as wind speed and failures of 
electronic and mechanical components of the wind turbines. Moreover, wind farms are generally located in far areas from the cities, in 
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sensitive places in terms of frequency and voltage stability, which does not support the flicker problem. 
In order to mitigate flicker emission, static VAr compensator (SVC) has been considered the main device in terms of economy and 

technical consideration [3]. However, the major disadvantage of the SVC is an inherent delay due to switching limitations caused by 
thyristor ignition delay [4]. In this study, we aim to resolve this problem using a predictive structure based on real-time deep learning 
techniques to provide prior knowledge in next time steps and compensate for the SVC delay. 

1.2. Brief literature review 

There are two main groups of methods that have been presented in order to alleviate the flicker emission in the previously pre-
sented literature. In the first group of the presented methods, the modified/advanced control systems are presented for a specific wind 
turbine structures, while in the second group of methods, an auxiliary device such as the reactive power compensator e.g. flexible AC 
transmission system (FACTS) is installed to enhance the performance of the wind turbines. 

To address negative potential impacts of the power quality disturbance, including flicker fluctuations, a reconfiguration of the 
control system has been proposed in the previous investigations. For instance, a control system in [5] for smart load control is pre-
sented to reduce flicker mitigation, which is situated between the wind farm and the main grid. A control system based on injected 
power (active/reactive) by wind turbines equipped by doubly-fed induction generators (DFIG) to the grid is presented in [6]. In [7], an 
intelligent control system based on the fuzzy logic is presented for a wind turbine connected to a permanent magnet synchronous 
generator (PMSG). It is undeniable that the generality of this type of method is questionable and modifications of the control system are 
only applicable to a specific wind farm. However, in order to apply the first type of method, it is essential to equip the grid-connected 
wind farms with high-tech infrastructures such as power electronic devices, which are highly expensive in terms of maintenance and 
their purchasing prices. 

In the second type of method, reactive power compensation devices are implemented in point of coupling connection (PCC) to 
support wind farms in mitigating the flicker emission. To regulate the voltage fluctuation, FACTS has gained high attention in recent 
years [2]. To address the reactive power compensation, static VAr controller (SVC) and static synchronous compensator (STACOM) are 
the potential FACTS that can play a role in the power quality improvement in terms of voltage flicker [8]. From an economic 
perspective, SVC has been considered as a cost-effective reactive compensator in the aims of improving power quality disturbances, 
especially flicker emission reduction [2]. Despite these advantages, SVC struggles with a major challenge caused by switching limi-
tations, which leads to a time delay (about half-cycle). The switching limitation in SVC arises from the thyristor ignition delay. To 
compensate this delay and tackle this huge challenge in the operation of the SVC in grid-connected wind farms, extremely short-term 
forecasting methods can be a potential solution. In a better word, the predicted values for one half-cycle ahead are replaced with values 
at current time. Although using prediction of instantaneous reactive power seems to be a potential tool to avoid the inherent time delay 
of the SVCs, the forecasting method should be able to estimate the reactive power in a look-ahead times with a low level of error. 

Based on time periods, wind speed/power forecasting methods are classified in Table 1 to five categories; extremely short [2] and 
[4], very short [9], short [10], medium [13], and long [14] prediction horizon. The first group of this division is long-term forecasting 
methods, which usually include forecasting from one day to one week ahead and more. Long-term forecasting is used in optimal 
planning problems and finding optimal decision variables in the power operational problems. The second group contains forecasting 
methods in the mid-term, which consists of the prediction of six hours to two days ahead. Medium-term forecasting is applicable in the 
day-ahead decision making problems. The third group is short-term prediction methods with a time horizon in the range of [30min, 
6hr]. Some applications of the short-term prediction are economic load dispatch planning, load increment/decrement decisions. The 
fourth group of this division is very short-term forecasting methods, which includes the forecasting method with a time horizon in the 
range of seconds to 30 minutes and it is essential in electricity market analysis studies. 

The fifth group is regarding extremely short term modeling and forecasting methods for wind power of time samples less than one 
cycle (0.02 s). Extremely short time modeling of active and reactive powers variations is essential for modeling power quality issues. As 
mentioned previously, extremely short-forecasting is a basic principle of the proposed controller system to improve the SVC perfor-
mance. However, extremely short-term wind power prediction is considered only in [2] and [4] and there is no other studies in this 
category. 

In terms of forecasting models, five main categories are previously presented in the literature [10] including persistence, physical, 
statistical, artificial, and hybrid methods. The persistence, physical, and statistical models are suffered from disability in capturing 
non-stationary and complex features of a time series (persistence and statistical models) [15] and high computational burden (physical 
models), which make them more or less an inappropriate candidate for extremely short-term reactive power forecasting. Artificial 
intelligent (AI) based forecasting techniques take advantage of the ability to understand the highly time-variant sequences. The 

Table 1 
Wind power prediction categories: prediction time horizon.  

Prediction horizon Time interval References 

Extremely short t≤ 0.02s Only [2] and [4] 
Very short 1s ≤ t ≤ 30min [9] 
Short 30min ≤ t ≤ 6hr [10, 11], and [12] 
Medium 6hr ≤ t ≤ 24hr [13] 
Long 1day ≤ t ≤ 7days [14]  
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AI-based methods attempt to learn features from time-series data. In general, AI-based methods can be categorized into [11]: i) 
shallow, ii) deep, while shallow-based structures suffer from the disability to handle an extreme short-term time series as reactive 
power. Therefore, shallow-based methods are regularly merged into an additional feature extraction, such as spectral analysis tech-
niques, discrimination power analysis (DPA) [16,17], and present as hybrid techniques. Hybrid techniques might have revealed a 
proper performance in some cases, whereas they are computationally expensive, highly sensitive to noises as well as lacking generality 
to different types of datasets. Moreover, shallow-based techniques, regardless of whether they are supplied with raw data or not, are 
restricted to the small number of learning parameters [18]. To address these problems, deep learning has presented significant per-
formance in automatically learn features from raw data and the potential capability to handle an extreme short-term time series [1]. 

1.3. Contributions and organization 

In this paper, deep learning is selected as a potential candidate to integrate into an SVC control system to resolve the time-delay 
problem and therefore, propose a predictive control structure and improve the performance of the grid-connected wind farms. Con-
volutional neural networks (CNNs) are special deep networks and strong learners from raw data, in particular in time series forecasting 
problems [1]. CNN has far fewer parameters in comparison with other deep networks and therefore, requires less memory space. In 
addition, the convolution operator makes that CNN a great inherent feature extractor. However, a common CNN is well designed for 
two-dimensional (2D) data and it requires a dataset of labeled 2D data [19], which makes 2D-CNN unsuitable for real-time appli-
cations. There are several issues that make 1D-CNN advantageous and thus preferable to 2D-CNN for application in the real-time 
control system of SVCs: i) lower computational complexity, ii) easy implementation and training, and iii) lower-cost hardware for 
the practical implementation. 

Therefore, we design a 1D-CNN structure for the instantaneous reactive power prediction. The major difference is the utilization of 
1D-convolutional layers instead of 2D layers, and thereby reduce computational complexity and make it a feasible and inexpensive 
alternative for applying in the proposed predictive controller for SVCs. Furthermore, to generalize a proposed method, the wind farm is 
modeled as a time-variant current source that the phasor values changed in an extremely time period (at ms level with 50 Hz fre-
quency). To mimic a real condition, as best as possible, the actual wind farm active and reactive power data are recorded in an actual 
wind farm in Manjil, Iran. To verify the effectiveness of the proposed 1D-CNN based predictive controller, the proposed structure 

Fig. 1. A general diagram for a wind farm.  
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performance in flicker impact mitigation is compared in different cases. The numerical results have verified the effectiveness of the 
proposed method based on flicker sensation measures. 

The main novelties of the current work are enumerated, as:  

(1) This paper designs an adaptive 1D-CNN based extremely short-term forecasting for the instantaneous reactive power of wind 
generations that can perform accurately as well as computationally efficient. In previous works, there are several previously 
presented works on short/medium/long prediction. However, extremely short-term forecasting is rarely investigated in pre-
vious studies (i.e. [2] and [4]). The proposed method solves the problems including the high computational complexity, unable 
to modeling nonlinear and complex structures, and a requirement to 2D labeling.  

(2) To speed up the training process and enhance the accuracy as well as reliability of the proposed deep-based predictive block, an 
adaptive training process is proposed to integrate into the conventional 1D-CNN, and thereby, the extremely short-term pre-
diction accuracy has significantly improved.  

(3) In contrast with the previous works that only work on the simulation data, to mimic real conditions, as best as possible, we 
establish a large-scale reactive power dataset in a large-scale wind farm in Manjil, north of Iran, with an extremely short time 
horizon (ms). 

The organization of this paper is as follows: In Section II, the background of the predictive controller for SVC is presented. In Section 
III, the proposed adaptive 1D-CNN is provided. Section IV describes the application of adaptive 1D-CNN for SVC controller. Section V 
gives the discussion on the results based on the actual data of a wind farm in Manjil, Iran. 

2. Background of predictive controller for SVC 

This section briefly introduces the principle of the proposed extremely short-term forecasting control system for the SVCs in large- 
scale wind farms. Fig. 1 depicts a general form for a wind farm. 

The amplitude of voltage and corresponding angles are highly influenced by inherent intermittency of wind speed, therefore, 
voltage at PCC is obtained as: 

VPCC = Vgrid + I(R+ j X) (1)  

whereVPCC, Vgrid, and I demonstrate voltage at the PCC, voltage at the MV/LV transformer, and is the current of line between PCC and 
grid, while R and Xrepresent resistor and reactance of the line. According to reference value of voltage at the PCC, Vref

PCC, VPCC is 
obtained based on line power flow P and Q can be rewritten as: 

VPCC = Vgrid +
P − jQ
Vref
PCC

(R+ j X) (2) 

Therefore, voltage amplitude variation is obtained based on electrical power (active and reactive) is given as [20]: 

ΔV = ΔVR + j ΔVX =
PR+ QX
Vref
PCC

(R+ j X) (3) 

The voltage angle between the voltage at the PCC and voltage at the MV/HV substation is typically small, while voltage amplitude 
is adversely changing, which is determined by the first term in (3), PR+QX

Vref
PCC

. Voltage variation can be rewritten as a function of active 

power variation ΔP and reactive power variationΔQ, respectively, and: 

Δ|V| = |VPCC| −
⃒
⃒Vgrid

⃒
⃒ =

PR+ QX
Vref
PCC

(R+ j X) (4) 

To regulate voltage fluctuation, unity power factor is preferred and therefore voltage variation is obtained by ignoring the resis-
tance values at the PCC, as: 

Δ|VPCC| ≈
1

Vref
PCC

(ΔQ ⋅ X) (5) 

To eliminate, or at least mitigate, the voltage variation, three general alternatives would be available for the operators, including: i) 
expansion the electrical networks and installation of new devices including lines and local generators or reconfiguration of the power 
systems, ii) developing the control system using advanced devices, and iii) installation of FACTS devices such as the SVC to adjust 
reactive power and enhance the power quality. Since the reactive power compensators are far more adaptive with all types of wind 
turbines, FACTS devices such as SVC is preferred. Furthermore, FACTS devices can regulate the voltage and significantly restrict 
voltage variations, even might keep it constant. 

In general, the control system of the SVCs consists of a feedback loop and a feedforward loop. In the feedback loop, a PI-controller 
adjusts the reactive power at the grid bus, while the feedforward loop regulates the output reactive of the wind farm. Then, a reference 
value for thyristor firing angle adjustment is determined to adjust reactive power. However, a half-cycle delay time of the feed forward 
loop adversely affects the performance of SVC. 
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To address this problem, a forecasting engine is added to the feedforward loop. The proposed predictive controller for SVC is 
presented in Fig. 2. 

The feedback controller, similar to the conventional controller of SVC, is fed by the electric grid based on the measured currents and 
voltage by the current transformer (CT) and power transformer (PT), respectively. The instantaneous current and voltage are used to 
compute the instantaneous reactive power and then set as an input to the PI-controller. This loop adjusts the state error and so on, the 
average value of reactive power to zero. The feedback block is dynamically slower and the delay is about 200 ms. 

To mitigate voltage flicker, the feedforward loop is utilized to compensate for the reactive power alteration and thereby mitigation 
of voltage flicker. This loop performs faster than the conventional block in terms of dynamic response within a delay (half-cycle) and 
uses recorded actual data of wind farms in a control system to determine the reactive power values supplying by SVC. In this paper, we 
proposed an adaptive 1D CNN-based for reactive power prediction in an extremely short time horizon to tackle the problem associated 
with low-speed dynamic response and thyristor firing delay. Hence, the extremely short-term forecasting block improves the reactive 
power compensation process and prohibits the time delay and associated restriction for the control system bandwidth. 

3. Adaptive 1D-CNN based extremely short-term forecasting block 

To address the proposed adaptive 1D-CNN based reactive power prediction, this section provides required explanations. CNN is a 
powerful feature extraction deep structure, which benefits from sparse connection and weight sharing. CNN does not need a large 
number of parameters in comparison with other deep networks due to weight sharing, and the weight sharing technique enhances the 
computational efficiency. This paper draws on the application of the designed adaptive 1D-CNN in the extremely short-term prediction 
of reactive power within a half-cycle time interval. The designed adaptive 1D-CNN model needs an input data preparation process, and 
consists of three main sets of layers, i.e. convolution, pooling, and fully-connected networks (FCN) layers. In the next subsections, each 
major block of the designed adaptive 1D-CNN is described. 

3.1. Input data preparation 

The actual recorded reactive power time series is originally in 1D form. Therefore, only a half-cycle of the recorded actual data is 
segmented as: 

Qs =
[
Q1

WT , Q
2
WT ,⋯,Qk

WT

]
(6) 

Fig. 2. Principle of the predictive controller for SVC connected in parallel with a wind farm.  
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where Qs indicates a set of the k different samples of the reactive power generated by the wind farms QWT, which is used for training 
and testing process. 

3.2. Convolutional layers 

The raw time series of reactive power from the input dataset is received, and the number of convolution kernels in each convolution 
layer is used as the first inherent feature extraction. To this end, features from one-dimension inputs are extracted by convolutional 
operators to train a network consist of multiple kernels and weights [21,22]. 

3.3. Max-pooling layers 

The pooling layers are typically used to scale and project data from the upper layers to reduce dimensions through overlapping 
convolution windows and moreover contribute to capturing features. 

3.4. Fully-connected layers 

The fully-connected layers in the designed adaptive 1D-CNN are applied to provide a connection between layers in CNN, regulation 
of the designed adaptive deep network, and construct the predicted values. 

3.5. Proposed adaptive training 

The actual recorded data is normalized in specific time intervals (10 ms). To train and evaluate the adaptive 1D-CNN, the actual 
data is decomposed into test/train subsets. The adaptive deep learning method is trained for applying in real-time forecasting, while 
the testing subset is used to evaluate the performance. 

In the training process, firstly, the initial values of the hyper-parameters including the number of the layers l, the number of hidden 
states u, and batch sizes bs of each layer in the designed 1D-CNN network are determined. To this end, a loss function is defined, which 
is mean absolute percentage error (MAPE), as: 

floss =
1
bs

1
O

∑bs

x=1

∑O

y=1

⃒
⃒
⃒
⃒
⃒
⃒

QWT − QWT

QWT

⃒
⃒
⃒
⃒
⃒
⃒

(7)  

where O indicates the output time series size. This loss function is the core of the learning process in a repetitive manner. 
Then, back-propagation process is used to find the learning weights as: 

G =
∂floss
∂ωl

mn
=

∑

αβ
ρln(αβ)

(
yl− 1
n ωl

mn

)
(8)  

where G , ωl
mn, and ρl

n(αβ) represent the set of gradient weights, learning weights where connect the mth feature map of the lth layer to 
nth feature map of the previous layer, l − 1, and sensitivity of neurons α and β, respectively. The loss function is modified based on the 
sparse connection weights, as: 

f ′loss = floss +
∑

αβ
|ϑ(αβ)| (9) 

Thus, gradient weights are computed as: 

G =
∂f ′loss
∂ωl

mn
=

∂floss
∂ωl

mn
+
∂ϑ(αβ)
∂ωl

mn
(10) 

To optimize the loss function and find the optimal learning weights, generally, the learning weights are considered a constant. The 
constant learning weight in the training of the dataset can increase the loss error and poor performance in the time series prediction. 
Contrarily, the low rate can overcome this problem by significantly increasing the computational time. To tackle this problem, this 
paper proposes an adaptive training process to upgrade learning weights ωl

mn. To this end, κ and τ are defined: 

κ =

{
1 if f s

(
G

tr
mnG

tr− 1
mn

)
= 1

− 1 if f s
(
G

tr
mnG

tr− 1
mn

)
= 0

(11)  

τtr = cκτtr− 1 (12)  

where G tr
mn indicates the gradient weights at tr training, while cκ and τtr are regulation variables. Furthermore, fs(•) represents the 

function to determine the gradients weights orientation. To minimize the loss function in the training process and lead to the optimal 
learning weights and speed up convergence, κ should be fall into [0, 1], therefore, cκ be between the [0, 1] or [1, 2]. In the proposed 
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adaptive training process, adding momentum term τtr prevents slow condition and regulates the learning weights during the training. 
Thus, the learning weights are upgraded as follows: 

ωtr
mn = ωtr− 1

mn − τtr(1 − ζ)
∂floss
∂ωtr

mn
− τtrζ ∂floss

∂ωtr− 1
mn

(13)  

where ζindicates a regulation parameter between [0, 1] and values are depend on the last two training process. 
To enhance the computational efficiency and reduce the possibility of overfitting the designed adaptive CNN, network a technique, 

namely dropout technique is used. 
Furthermore, the activation function in almost all layers is rectified linear unit (ReLU), while linear activation function is used in 

the last FCN layer. Additionally, to set the hyperparameters of the designed adaptive deep network, the root mean square propagation 
(RMSProp) has been adopted from [23] to find the optimal values for hyperparameters. 

4. Application of adaptive 1D-CNN for SVC controller 

To illustrate the generality of the proposed method, the wind farm I considered as a variable current source. In this wind farm 
model, the magnitude and phases of the three-phase currents are upgraded at each 10 ms (depend on nominal frequency, 50 Hz). The 
wind farm model and the proposed predictive controller based on adaptive 1D-CNN are displayed in Fig. 3. 

The currents and phases are updated at each k-th half-cycle by solving (14–15) for every half cycle. Eqs. (14-15) simply can be 
attained by applying active and reactive powers balance in Fig. 4. 

Pk = − RThI2
k + VThIk cos(αk) (14)  

Qk = − XThI2
k − VThIk sin(αk) (15) 

The output active and reactive power of the wind farm is represented by Pkand Qk at kth time interval, respectively. Furthermore, 
Thevenin circuit values including voltage, resistance, and reactance are presented by VTh, RTh, and XTh, respectively. 

By summing square of (14) and (15), the resulted equation will be as follows: 

aI4
k + bI2

k + c = 0 (16)  

where: 

a = R2
Th + X2

Th (17)  

b = 2PkRTh + 2XThQk − V2
Th (18)  

c = P2
k + Q2

k (19) 

In (16), there are two positive roots. Based on the actual records, the smaller root is the answer which is calculated as: 

I2
k =

− b −
̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅
b2 − 4ac

√

2a
(20) 

Then Ik is calculated as the square root of the positive answer in (20). 
Now αk simply can be calculated by (21): 

Fig. 3. Wind farm model and adaptive 1D-CNN based control system.  
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αk = cos− 1
(
Pk + RThI2

k

VThIk

)

(21) 

To compensate for the time delay caused by the internal structure of the SVC, the designed 1D-CNN structure is applied, which is 
illustrated and visualized in Figure 5 and Figure 6, respectively. To implement, adaptive 1D-CNN for the real-time reactive power 
forecasting, as follows:  

1 The actual recorded data is firstly normalized and then formed as a set of tensors with dimension S × 128 × 1 (S stands for sample).  
2 As illustrated in Fig. 5, the raw instantaneous reactive power is fed into the first one-dimensional convolutional layer, presented by 

Conv 1 in Fig. 5. This layer converts the input dataset into the feature vector with S × 128 × 2 size.  
3 In this paper, max pooling layers are selected to pool generated feature maps in the convolutional layers through a maximization of 

generated feature maps over each time interval and outputs a set of vectors with S × 128 × 2 dimension.  
4 The output of pooling layers is the input of the second convolutional layer, namely Conv 2, with 10% dropout probability and then 

generates the output with S × 128 × 2.  
5 Then, the output of Conv 2 has considered as the input of the first fully-connected layer. However, the input of fully-connected 

layers firstly should be flattened, then fed into the first fully connected layers and formed a set of output with S × 128 × 1.  
6 The output of the first fully-connected layers is considered as the input of the second fully connected layers. The outputs of second 

fully-connected layers are formed as the feature vectors with S × 64 (64 is the number of hidden units).  
7 Consequently, the predicated reactive power is constructed for a specific time interval (half-cycle). 

Note: In the CNN-based networks, the output of convolutional layer is determined by OutputSize =
inputsize − kernelsize+2×padding

Stride + 1. 
Considering inputsize = 56 (number of samples at each half-cycle of data), kernelsize = 55, padding = 0, and Stride = 1, output of first 
convolutional layer is, (56− 55+2×0)

1 + 1 = 2. The number of filters has been considered as 128. Thus, the output of Conv 1 is the feature 
vector with dimensionS × 128 × 2. Furthermore, The output of max-pooling is determined by OutputSize =

inputsize − poolsize+2×padding
Stride + 1, 

consideringpadding = 1, Stride = 2, and poolsize = 2. Then, 2− 2+2×1
2 + 1 = 2. The number of filters is 128. Thus, the output of max-poling 

is the feature vector with dimension S × 128 × 2. 

5. Numerical results 

In this section, the proposed forecasting engine for an extremely short time period and enhancing the control system performance of 
the SVCs connected to wind farms are investigated. Thus, firstly, experimental data is briefly described. Then, the performance of the 
proposed adaptive 1D-CNN is discussed and compared with other methods in terms of accuracy. Then, the application of the proposed 

Fig. 4. A simple circuit regarding to Eq. (12).  
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adaptive 1D-CNN in the predictive control system of SVCs aiming to mitigate the undesirable flicker impacts is analyzed and compared 
with, i) the wind farm system connected to the upstream grid without reactive power compensators such as SVC; ii) the wind farm 
system connected to the SVC with a conventional control system. In this case, the capacitance of the SVC is chosen based on the 
instantaneous variation of the reactive power at this moment. Thereby, it can be not compensated completely; iii) The wind farm 

Fig. 5. Structure of designed adaptive 1D-CNN.  
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system connected to the SVC with the proposed adaptive deep learning-based control system. It is noticeable that the CNN-based 
controller causes far smaller total reactive power than the wind farm connected with conventional SVC and without SVC. 

The forecasting engines for the extremely short time period have been implemented in the TensorFlow and further process in 
MATLAB software. Approximately 70% of the actual data is devoted to the training process and the rest of the actual data has been 
considered for testing the performance. It is noticeable the CNN-based controller causes far smaller total reactive power than wind 
farms connected with conventional SVC and without SVC. 

5.1. Description of the actual data 

In this paper, to mimic a realistic case study, a set of actual data is collected from a real wind farm located in a city in the north of 
Iran, Manjil (coordinates: 36◦44′18.1′′ N 49◦23′51.5′′ E). The wind farm in Manjil consists of 174 wind turbines. About 66 wind 
generators are squirrel cage induction machines (Pnominal = 330, 500, 550kW), while a large share of wind generators (108 wind 
generators) are wound rotor induction machines (Pnominal = 660kW). 

The studies are related to records gathered from the substation which is connected to the squirrel cage induction generators. 
Turbines are connected to dedicated transformers with ratings 2000 kVA, 1250 kVA, and 630 kVA, 20 kV/ 690 V, Y/∆, and then 

they are connected to a medium voltage network via switching substations. The short circuit power at PCC point is 500 MVA. Figure 7 
displays the schematic of the wind farms and PCC that was used to collect the actual data. Dataset is recorded at the PCC in an interval 
within 10 s with sampling time 128 μs. In total there are 327 separate 10 s data records which are gathered in different time and 
operation conditions of the wind farm. Table 2 displays the details of the 10 s records from the 550 kW wind turbines. 

The active and reactive power was calculated based on the window involving a full-cycle of a sample, which updates every half- 
cycle [24,25]. Eqs. (22 and 23) are realizing this method for the 128 µs sampling time where 156 samples exist in the 50 Hz cycle. 

pn =
1

156
∑78(n+1)

k=78(n− 1)

vk.ik (22)  

Qn =
1

156
∑78(n+1)

k=78(n− 1)

vk− 39.ik (23)  

where n=1,2,…,1000 and k=1,2,…,78,125 
Eqs. (22) and (23) converts the v and i signals with the 128 µs sampling time to active and reactive powers time series (each 

sampling recorded at each 0.01 s). Thus, an adaptive 1D-CNN based forecasting engine, predicts a half-cycle ahead of the time series 
and the database total length is equal to 327,000 (327*1000) samples. 

Fig. 6. Structure of the designed 1D-CNN for the reactive power forecasting of the wind farm.  
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Fig. 7. Schematic of the studied substation of Manjil, Iran network  

Table 2 
Details of the substation 10 s records.  

Date Time of first record Time of final record Number of 3-phase records 

2015/06/09 11:23 11:40 10 
2015/06/09 23:51 23:58 10 
2015/06/10 17:26 17:45 10 
2015/06/11 01:13 01:25 10 
2015/06/11 04:31 04:47 10 
2015/06/11 12:06 12:15 10 
2015/06/11 21:16 21:29 10 
2015/06/12 08:42 08:55 10 
2015/06/12 17:38 17:55 10 
2015/06/13 10:28 10:52 10 
2015/06/13 14:54 15:11 9  
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5.2. Discussion on results: Extremely short-term reactive power of wind farms forecasting 

The performance of the proposed adaptive 1D-CNN is compared with:  

1- Enhanced 2D-CNN with one 2D-convloutional layer, one pooling, and two fully-connected layers [4].  
2- Conventional 2D-CNN with similar structure with improved CNN.  
3- Conventional 1D-CNN with similar structure with the proposed adaptive 1D-CNN  
4- Feedforward neural network (FFNN) with one input layer (86 neurons), two hidden layers which connected in the hidden layer 

(256 neurons, 128 neurons), and one output layer with one neuron. 

The proposed method is compared with these methods in terms of accuracy and computational time. In a real-time control system, 
computational complexity is a key factor. To provide a comprehensive comparison in terms of accuracy, four different metrics 
including mean average percentage error (EMAPE), mean absolute error (EMAE), root mean square (ERMSE), and normalized root mean 
square error (ENRMSE): 

EMAPE =
∑M

t=1

100
M

⃒
⃒
⃒
⃒
⃒
⃒

Q̂
t
WT − Qt

WT

Qt
WT

⃒
⃒
⃒
⃒
⃒
⃒

(24)  

EMAE =
∑M

t=1

1
M

⃒
⃒
⃒
⃒Q̂

t
WT − Qt

WT

⃒
⃒
⃒
⃒ (25)  

ERMSE =

̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅

1
M

∑M

t=1

(

Q̂
t
WT − Qt

WT

)2
√
√
√
√ (26)  

ENRMSE =
1

Qmax
WT

̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅̅

1
M

∑M

t=1

(

Q̂
t
WT − Qt

WT

)2
√
√
√
√ (27)  

where M, Q̂
t
WT , and Qt

WT represents the total number of test data, predicted reactive power at t time interaval, and actual reactive power 
at t time interval, respectively. 

Table 3 compares the results of the proposed adaptive 1D-CNN structure with other methods based on the forecasting error metrics. 
According to EMAE metric, as an example, the proposed adaptive 1D-CNN method reduces the error obtained by the enhanced 2D-CNN, 
2D-CNN, 1D-CNN, and FFNN approximately 6.36%, 42.65%, 73.82%, and 90.00%, respectively. 

In terms of computational complexity, the performance time of the different networks is given in Table 4. To this end, we repeated 
the testing performance 500 times and then, the average and maximum performance time is depicted in Table 4. As can be seen, FFNN 
is the fastest method in extremely short-term forecasting, while the accuracy of FFNN is not acceptable. The testing time of adaptive 
1D-CNN and 1D-CNN is the same, because, the main difference in these two methods is related to the training process. The training 
time of the adaptive 1D-CNN is about 32 min, while the training time of conventional 1D-CNN is about 1hr and 12 min. The maximum 
testing time of enhanced 2D-CNN and conventional 2D-CNN confirms that these two methods are more or less inappropriate for the 
real-time control system of SVC connected to the wind farms. 

5.3. Discussion on results: flicker mitigation 

In this subsection, the results obtained in the three mentioned cases are discussed and compared based on three different measures 
including instantaneous flicker sensation (mean and maximum values), short-term flicker indicator (Pst), and instantaneous reactive 
power variations. 

Fig. 8 illustrates the instantaneous reactive power for a sample of actual recorded data, as an example, in three different cases. 
Indeed, Fig. 8(a) illustrates one of the reactive power records of the wind farm as a snapshot of the input signal that is used for the 
proposed adaptive 1D-CNN method. The reactive power behavior in the presented predictive control system is smoother than cases 

Table 3 
Error obtained by Extremely short-term prediction results based different deep and shallow methods.  

Methods ENRMSE ERMSE(VAR) EMAE(VAR) EMAPE(%) 

Adaptive 1D-CNN 0.0102 995.48 869.52 0.2914 
Enhanced 2D-CNN 0.0160 1194.26 928.64 0.3068 
2D-CNN 0.042 3140.78 1516.11 0.4875 
1D-CNN 0.0540 4569.32 3321.74 1.0575 
FFNN 0.1005 9945.50 8695.85 5.0120  
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with conventional SVC and without SVC. From Fig. 8(c), the fluctuation of the instantaneous reactive power with high negative 
magnitude demonstrates the necessity of reactive power compensation in large-scale wind farms. 

Flicker sensation values can be suitable measures to access three different cases including an adaptive deep learning based control 
system. Flicker sensation compute based on IEC standard (IEC 868) and the network short-circuit is 50 MVA. 

Fig. 9 compares the performance of the proposed adaptive CNN-based control system with cases I & II based on flicker sensation in 
one specific record. The superiority of the proposed 1D-CNN based controller is obvious by the least flicker sensation values of the 
actual record throughout the period displayed. The instantaneous flicker sensation in Cases II and I even reach values higher than 2, 
which reveals that voltage flicker cannot be properly compensated. 

To extensively compare the three cases, the results obtained by 10 different actual records are accessed. Table 5 compares the mean 
values of instantaneous flicker among all three cases for 10 different actual records. The proposed 1D-CNN network based predictive 
controller has the lowest mean flicker sensation in comparison with the other two cases. For instance, in record 9, the predictive 
controller has improved the wind farm with a conventional control system and without the reactive power compensation device more 
than 99.57% and 99.80%, respectively. The inferiority and superiority of Cases I & III are pretty obvious based on Table 5. 

Table 6 displays the maximum values of instantaneous flicker sensation in order to compare the performance of all cases. Similar to 
Table 5, the superiority of the adaptive 1D-CNN based control system is clear in Table 6. For instance, in a case without reactive power 
compensation device installation, the Record 6 has the worst values in terms of mean value of flicker sensation (9.1555), while the 
deep neural network based control system is improved by 84.54%. The worst condition in Case II is related to record number 9. In this 
record, the maximum of instantaneous flicker sensation of Case II is 4.5028, while the proposed control system has reduced this value 
to 0.0050. 

Table 7 depicts the Pst values in cases I, II, and III. From this table, it is obvious that the Pst values are far higher than the proposed 
adaptive 1D-CNN based control system. In better words, from the Pst point of view, the superiority of the proposed adaptive deep based 
network is obvious. For instance, in record number 7, approximately 99.83% and 99.49% improvement in the Pst values can be seen in 

Table 4 
Error obtained by Extremely short-term prediction results based different deep and shallow methods.  

Methods Adaptive 1D-CNN Enhanced 2D-CNN 2D-CNN 1D-CNN FFNN 

Mean Performance Time (ms) 8.75 9.82 15.42 8.75 2.42 
Max Performance Time (ms) 9.12 11.2 17.52 9.12 3.86  

Fig. 8. Reactive power variations (a) Without SVC, (b) SVC with conventional control system, (c) SVC with predictive control system  
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the comparison between the proposed predictive control system rather than Cases I and II, respectively. 

Conclusions and future work 

In terms of economic and technical considerations, SVC is the most preferable to install within wind farms to mitigate flicker 
emissions. However, SVC suffers from an inherent time delay problem, which adversely affects the performance of reactive power 
compensation in the wind farms. To address this problem, deep learning based predictive controller is proposed in this study. An 
adaptive 1D-CNN based structure is designed as an extreme short-term forecasting engine and applied as an additional block to 
compensate for the inherent delay by SVC. The designed adaptive 1D-CNN has the capability to learn volatile and complex features 

Fig. 9. Comparison of the predictive control for SVC with the conventional control system of SVC and the wind farm without SVC based on the 
instantaneous flicker sensation. 

Table 5 
Results of cases I, II, II In terms of mean value of instantaneous flicker sensation.  

SVC with proposed predictive control system SVC with conventional control system Without SVC Mean value of instantaneous flicker 

0.0062 1.4626 3.1608 Record 1 
0.0063 0.7321 3.4721 Record 2 
0.0112 0.7621 2.9140 Record 3 
0.0087 0.9976 3.0782 Record 4 
0.0033 1.0333 3.1541 Record 5 
0.120 1.1947 3.2899 Record 6 
0.0014 1.1286 3.1295 Record 7 
0.0026 1.2476 2.9780 Record 8 
0.0014 1.6441 3.1465 Record 9 
0.0010 1.1911 3.0444 Record 10  

Table 6 
Results of Cases I, II, II In terms of MAX value of Flicker sensation.  

Max value of instantaneous flicker Without SVC SVC with conventional control system SVC with proposed predictive control system 

Record 1 7.0179 3.1832 0.0574 
Record 2 7.1557 1.6566 0.0943 
Record 3 6.3882 1.4407 0.1625 
Record 4 7.1595 1.9278 0.0730 
Record 5 7.6469 1.9260 0.0519 
Record 6 9.1555 2.4758 0.1474 
Record 7 6.8771 2.2164 0.0113 
Record 8 8.3746 2.3097 0.0510 
Record 9 6.2300 4.5028 0.0050 
Record 10 6.34364 2.4948 0.0058  
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directly from reactive power data within a half-cycle time resolution. As the extremely short-term forecasting engine, the proposed 
method is compared with improved 2D-CNN, standard 2D-CNN, standard 1D-CNN, and FFNN. The results demonstrate the superiority 
of the proposed method based on four different accuracy metrics and computational complexity, more than 12% improvement in terms 
of accuracy, and lower computational time in comparison with deep CNN-based networks. Furthermore, the proposed predictive 
control system for SVC is compared with SVC with a conventional control system and the wind farm without reactive power 
compensation devices in terms of flicker emission reduction and reactive power compensation. The results indicate that the adaptive 
deep learning based control system has led to more than 99% improvement compared to the SVC with a conventional control system 
and without the reactive power compensation based on the mean/max instantaneous flicker and more than 99% based on Pst. Nu-
merical investigation validated the effectiveness and superiority of the proposed control system. In the real-time control system, one 
major challenge would be data interruption. Thus, in our future work, we would focus on developing a predictive block to be robust in 
the data interruption conditions. 
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